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1. THE FOLLOWING NOTES SHALL APPLY THROUGHOUT. EXCEPTIONS ARE SPECIFICALLY NOTED ON EACH DRAWING.

2. ALLWORK SHALL COMPLY WITH THE NEW YORK CITY BUILDING CODE AND ALL OTHER APPLICABLE CODES AND AGENCIES HAVING JURISDICTION. ALL PERMITS SHALL BE
SECURED BY, AND AT THE EXPENSE OF, THE CONTRACTOR, WHO SHALL GIVE ALL NOTICES REQUIRED BY LAW, AS WELL AS, PERFORM ALL TESTING AND INSPECTIONS. NO
WORK SHALL START UNTIL THE NECESSARY PERMITS ARE ISSUED. IN ALL CASES, THE MOST RESTRICTIVE LIMITATION OF ANY APPLICABLE CODE SHALL APPLY.

3. THE CONTRACTOR SHALL VISIT THE PROJECT SITE TO FAMILIARIZE HIMSELF WITH EXISTING CONDITIONS AND TO VERIFY ALL DIMENSIONS AND CONDITIONS OF THE EXISTING
BUILDING AND SITE. IN CASE OF DISCREPENCIES BETWEEN THE CONTRACT DOCUMENTS AND ACTUAL FIELD CONDITIONS, THEY SHALL BE REPORTED TO THE ARCHITECT, IN
WRITING, FOR CORRECTION. WORK DONE AFTER THE DISCOVERY OF DISCREPENCIES AND PRIOR TO RECEIPT OF WRITTEN APPROVAL FOR CORRECTION, SHALL BE AT THE
CONTRACTOR'S RISK. NO ADDITIONAL COST WILL BE ADDED TO THE PROJECT DUE TO THE CONTRACTOR'S OVERSIGHT IN VERIFICATION OF EXISTING CONDITIONS.

4. THE CONTRACTOR SHALL PERFORM HIS WORK SO THAT THE MINIMUM AMOUNT OF DISRUPTION IS CAUSED TO THOSE PORTIONS OF THE BUILDING WHERE NO WORK IS
SCHEDULED.

5. THE CONTRACTOR AND SUBCONTRACTORS SHALL CONSULT AND STUDY THE CONTRACT DOCUMENTS TO DETERMINE HOW THEIR WORK WILL BE COORDINATED WITH OTHER
WORK INSTALLATIONS THAT WILL BE PERFORMED UNDER THIS CONTRACT.

6. THE CONTRACTOR SHALL COORDINATE, SCHEDULE, AND EFFECT ALL REQUIRED UTILITY SHUTDOWNS IN COORDINATION WITH THE OWNER. TWO WEEKS PRIOR NOTICE SHALL
BE REQUIRED.

7. THE CONTRACTOR SHALL COOPERATE AND COORDINATE WITH OTHER CONTRACTORS, AND SHALL LAY, CUT, AND INSTALL HIS WORK AT SUCH A TIME AND IN SUCH A
MANNER AS NOT TO DELAY OR INTERFERE WITH THE PROGRESS OF THE WORK OF OTHER CONTRACTORS.

8. THE CONTRACTOR SHALL COMPLY WITH ALL RULES AND REGULATIONS OF THE BUILDING OWNER.

9. CONSTRUCTION OPERATIONS SHALL BE COORDINATED AT ALL TIMES WITH THE OWNER.

10. ACCESS TO ALL AREAS OF THE BUILDING SHALL BE COORDINATED WITH THE OWNER, TWO (2) WEEKS PRIOR TO NOTICE IS REQUIRED.

11. THE CONTRACTOR IS TO TAKE ADEQUATE MEASURE FOR FIRE PROTECTION FOR THE DURATION OF THE PROJECT, THE CONTRACTOR SHALL PROVIDE AND MAINTAIN
PORTABLE FIRE FIGHTING EQUIPMENT.

12. ALL WORK SHALL BE EXECUTED IN ACCORDANCE WITH THE BEST ACCEPTED TRADE PRACTICES AND AS PER MANUFACTURERS RECOMMENDATIONS.

13. ALL CONSTRUCTION DEBRIS AND REFUSE SHALL BE REMOVED FROM THE BUILDING AT THE END OF EACH WORKDAY AND LEGALLY DISPOSED OF OFF THE PROPERTY. NO
BURNING OF REFUSE OR DEBRIS IS PERMITTED.

14. DELIVERIES AND REMOVALS SHALL BE COORDINATED WITH THE OWNER.

15. THE TERM - TO REMAIN - IS USED TO INDICATE AN ITEM THAT IS EXISTING AND NO MAJOR WORK IS REQUIRED. THE TERM DOES NOT PRECLUDE PATCHING, REPAIRING,
REFINISHING, ETC.

16. WHERE EXISTING CONSTRUCTION, NOT PART OF THIS CONTRACT, IS DISTURBED DURING THE EXECUTION OF THE WORK, PATCH AND REFINISH TO MATCH ORIGINAL
CONDITION.

17. ALL PATCHING AND REPAIRING OF SURFACES SHALL BE DONE WITH MATERIAL AND WORKSMANSHIP TO MATCH ADJACENT SURFACES.

18. FINISH FACE OF NEW WORK SHALL ALIGN WITH FINISH FACE OF EXISTING WORK WHEREVER APPLICABLE.

19. ALL WORK SHOWN IS NEW UNLESS NOTED OTHERWISE.

20. ON DRAWINGS, FOLLOW WRITTEN DIMENSIONS. DO NOT SCALE DRAWINGS.

21. SUBMIT SHOP DRAWINGS AND SAMPLES FOR ALL ITEMS AS SPECIFIED IN THE CONTRACT DOCUMENTS.

22. UNLESS OTHERWISE NOTED, DOORS AND ASSEMBLIES SHALL HAVE THE INDICATED FIRE RESISTIVE RATING.

23. CONCEALED SPACES, EXCEPT SHAFTS AND SPRINKLED SPACES, WITHIN PARTITIONS, WALLS, FLOORS, ROOFS, STAIRS, FURRING, PIPE SPACES, ETC., THAT WOULD PERMIT
PASSAGE OF FLAME, SMOKE, FUMES, OR FROM ONE CONCEALED AREA TO ANOTHER OR FROM ONE FLOOR TO ANOTHER, SHALL BE FILLED WITH NON-COMBUSTIBLE
MATERIAL.

24. ALL SURFACES VISIBLE  THROUGH MECHANICAL OR ARCHITECTURAL SLOTS, LOUVERS, GRILLES, ETC. SHALL BE PAINTED MATTE BLACK.

25. ALL WOOD SHALL BE FIREPROOFED.

26. CONTRACTOR TO MAINTAIN THE INTEGRITY & FIRE RATING OF THE EXISTING WALL / FLOOR / CEILING CONSTRUCTION.

27. REMOVAL OF MECHANICAL, ELECTRICAL, PLUMBING EQUIPMENT. COORDINATE WITH MEP DWGS.

GENERAL  NOTES

1. ALL WORK SHALL COMPLY WITH THE NYC BUILDING CODE  .

2. SPECIAL PRECAUTION SHALL BE TAKEN BY THE CONTRACTOR SO THAT HIS WORK, INCLUDING ALL MATERIALS AND   INSTALLATION SHALL NOT AFFECT THE FOLLOWING:

A. TENANT EGRESS TO AND FROM THE BUILDING

B. FIRE SAFETY, OR THE CREATION OF A FIRE HAZARD

C. STRUCTURAL SAFETY OF THE BUILDING

D. THE CONTRACTOR SHALL LEAVE THE WORK SITE BROOM CLEAN EACH DAY TO PREVENT THE ACCUMULATION OF  DUST AND  DEBRIS.

E. THERE SHALL BE NO CREATION OF NOISE OUTSIDE THE NORMAL HOURS  OF 8:00 AM TO 5:00 PM.

F. ELECTRICITY, GAS, WATER AND ANY OTHER UTILITIES WILL NOT BE  INTERRUPTED DURING CONSTRUCTION.

3. ALL SERVICE EQUIPMENT AND MACHINERY AND DEVICES USED IN CONNECTION WITH THE WORK OF THIS CONTRACT   WHICH, IN THEIR USE, SHALL COMPLY WITH NYS BUILDING
CODE. CONTRACTOR SHALL SECURE ALL INSPECTIONS REQUIRED BY NYC BUILDING CODE  FOR EQUIPMENT OPERATED ON JOB SITE IN CONNECTION WITH THIS CONTRACT.

4. ALL MATERIAL HANDLING AND HOISTING EQUIPMENT SHALL CONFORM TO REQUIREMENTS OF NYC BUILDING CODE.  IT SHALL BE INSTALLED, OPERATED, AND MAINTAINED SO
AS TO PREVENT HARM TO THE PUBLIC OR PROPERTY.

5. ALL TEMPORARY FACILITIES NEEDED IN THE CARRYING OUT OF THE WORK OF THIS CONTRACT SHALL CONFORM TO THE NYC BUILDING CODE.

6. ALL EXISTING DIMENSIONS, LOCATIONS AND CONDITIONS SHALL BE FIELD VERIFIED. THE   CONTRACTOR SHALL VERIFY ALL DIMENSIONS BY MEASUREMENTS AT THE JOB SITE
AND SHALL TAKE ANY AND ALL OTHER MEASUREMENTS NECESSARY TO VERIFY THE DRAWINGS AND TO PERFORM HIS WORK PROPERLY.  SHOULD ANY DIMENSIONS BE AT
VARIANCE  WITH EXISTING CONDITIONS, OR SHOULD THERE BE A CONFLICT BETWEEN
  DRAWINGS, THE CONTRACTOR SHALL IMMEDIATELY CONTACT THE ARCHITECT FOR CLARIFICATION.

7. THE CONTRACTOR SHALL VERIFY ALL DRAWINGS FOR COORDINATION BETWEEN TRADES.

8. THE CONTRACTOR SHALL MAKE NO DEVIATION FROM THE DESIGN DRAWINGS WITHOUT PRIOR WRITTEN APPROVAL OF THE ARCHITECT.

9. ALL EXITS FROM THE BUILDING SHALL BE KEPT READILY ACCESSIBLE AND UNOBSTRUCTED AT ALL TIMES. NO LOOSE OBJECTS SHOULD BE LEFT ON SCAFFOLDING.  THE
BUILDING IS OCCUPIED 24 HOURS A DAY.

10. NO CHANGE TO EGRESS, OCCUPANCY, ZONING OR USE UNDER THIS APPLICATION.

ZONING DATA (C2-8)

A.F.F. ABOVE FINISHED FLOOR
A.C. AIR CONDITIONING
A.D. ACCESS DOOR
ALUM. ALUMINUM
ARCH. ARCHITECTURAL
@ AT
B.L. BUILDING LINE
BLDG. BUILDING
B.O. BOTTOM OF
CLG. CEILING
CER. CERAMIC
CL. CLOSET
COL. COLUMN
CONC. CONCRETE
CONT. CONTINUOUS
C.W. CURTAIN WALL
DTL. DETAIL
DIAM. DIAMETER
DIM. DIMENSION
DN DOWN
DWG. DRAWING
EL. ELEVATION
ELEC. ELECTRIC
ENCL. ENCLOSURE
E.O.S. EDGE OF SLAB
EQUIP. EQUIPMENT
EXH. EXHAUST
EXP. JT. EXPANSION JOINT
F.D. FLOOR DRAIN
FIN. FL. FINISHED FLOOR
FL. FLOOR
F.P. FIREPROOFING
F.R. FIRE RETARDANT
GA. GAUGE

G.F. GROUND FLOOR
GNR       GENERAL
G.W.B. GYPSUM WALLBOARD
GL. GLASS
GYP. BD.GYPSUM BOARD
H.M. HOLLOW METAL
HORIZ. HORIZONTAL
HR. HOUR
H.V.A.C. HEATING, VENTILATING,
               AIR CONDITIONING
I.D. INSIDE DIAMETER
I.G.U. INSULATED GLASS UNIT
INSUL. INSULATION
JAN. CL. JANITOR'S CLOSET
JT. JOINT
LAM. LAMINATED
LAV. LAVATORY
MACH. MACHINE
MAX. MAXIMUM
MECH. MECHANICAL
MEZZ. MEZZANINE
MTL. METAL
MIN. MINIMUM
MISC. MISCELLANEOUS
M.O. MASONRY OPENING
N.I.C. NOT IN CONTRACT
O.C. ON CENTER
O.D. OUTSIDE DIAMETER
O.G. OCCUPANCY GROUP
OPN'G OPENING
PART'N. PARTITION
PL. LAM. PLASTIC LAMINATE
PTD. PAINTED

R RISERS
R.D ROOF DRAIN
REF. REFERENCE 
R.C.P. REFLECTED CEILING PLAN
REINF. REINFORCEMENT
REQ'D REQUIRED
RM. ROOM
R.R. RETURN REGISTER
R.S. RUBBER SADDLE SEC.

SECONDARY
SECT.  SECTION
SH. SHOWER
SIM. SIMILAR
S.O. SLAB OPENING
S.P. STARTING POINT
SPEC. SPECIFICATIONS
S.S.          STAINLESS STEEL
STL. STEEL
STOR. STORAGE
STRUCT. STRUCTURAL
SUSP.CEIL'G  SUSPENDED
CEILING
T TREADS
TEL. TELEPHONE
T.O. TOP OF
T.W. TOP OF WALL
TEMP. TEMPORARY
TYP. TYPICAL
U.O.N. UNLESS OTHERWISE
NOTED
VERT. VERTICAL
VEST. VESTIBULE
W.I.C. WALK IN CLOSET
W/ WITH
WD. WOOD

SPECIAL INSPECTION
STRUCTURAL STEEL - WELDING BC 1704.3.1
STRUCTURAL STEEL - HIGH STRENGTH BOLTING BC 1704.3.3
STRUCTURAL COLD-FORMED STEEL BC 1704.3.4
CONCRETE - CAST IN PLACE BC 1704.4
WALL PANELS, CURTAIN WALLS, AND VENEERS BC 1704.10
FIRE-RESISTANT PENETRATIONS AND JOINTS BC 1704.27
CONCRETE DESIGN MIX BC 1905.3

BC 1913.5
CONCRETE SAMPLING AND TESTING BC 1905.6

BC 1913.10
FOOTING AND FOUNDATION BC 110.3.1
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DEMOLITION NOTES
1. SEE ALL DRAWINGS FOR ADDITIONAL NOTES.

2. PRIOR TO PROPOSAL SUBMISSION, CONTRACTOR SHALL VISIT THE SITE TO REVIEW THE EXISTING CONDITIONS ASSOCIATED WITH THE SCOPE OF WORK AND ADJACENT AREAS TO
ASCERTAIN THE DIFFICULTIES WHICH WILL AFFECT THE EXECUTION OF THE WORK OF THIS CONTRACT.  CONTRACTOR SHALL GET FAMILIAR WITH THE BUILDING RULES (WORK LETTER) AS
WELL.

3. SUBMISSION OF A PROPOSAL WILL BE CONSTRUED AS EVIDENCE THAT THE ABOVE SITE EXAMINATION HAS BEEN MADE AND LATER CLAIMS WILL NOT BE RECOGNIZED FOR EXTRA LABOR,
EQUIPMENT OR MATERIALS REQUIRED BECAUSE OF DIFFICULTIES ENCOUNTERED WHICH COULD HAVE BEEN FORESEEN HAD SUCH AN EXAMINATION BEEN MADE.

4. DEMOLITION SHOULD BE DONE IN NEAT WORKMANLIKE MANNER WITHIN THE LIMITS INDICATED IN THE DRAWINGS & IN ALL CASES TO THE EXTENT NEEDED TO PRODUCE THE INTENDED WORK.

5. GENERAL CONTRACTOR IS RESPONSIBLE FOR DEMOLITION & REMOVAL OF ALL DEBRIS, DISCARDED MATERIALS AND/OR EQUIPMENT AS INDICATED ON DEMOLITION DRAWINGS AND IN
ACCORDANCE WITH BUILDING MANAGEMENT RULES, APPLICABLE LAWS AND ENVIRONMENTAL REGULATIONS.

6. GENERAL CONTRACTOR TO COORDINATE WITH THE BUILDING MANAGEMENT THE USE OF SERVICE ELEVATORS, SERVICES AND LOADING OPERATIONS, AND TO CONFORM TO ALL BUILDING
REGULATIONS WITH REGARD TO DEMOLITION.

7. ALL MAJOR DEMOLITION AND NOISE CREATING WORK SHALL BE COORDINATED IN ADVANCE WITH BUILDING MANAGEMENT FOR ALLOWABLE HOURS OF OPERATION.  DEMOLITION WHICH PER
BUILDING MANAGEMENT JUDGMENT MAY CAUSE DISRUPTION AND/OR DISTURB OTHER TENANTS MUST BE DONE ON OVERTIME AND NOT DURING NORMAL BUSINESS HOURS.

8. GENERAL CONTRACTOR IS RESPONSIBLE FOR REMOVAL OF MATERIALS FROM BUILDING ON DAILY BASIS.  DO NOT MIX CONSTRUCTION DEBRIS WITH THAT OF BUILDING TENANTS.

9. ALL BUILDING SHUTDOWNS - ELECTRICAL, PLUMBING, HVAC EQUIPMENT, FIRE & LIFE SAFETY (CLASS 'E') SYSTEMS MUST BE COORDINATED WITH BUILDING MANAGEMENT.

10. GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ANY LOSSES INCURRED IN THE EVENT THAT THE LOSSES OF ANY SERVICE OR DAMAGE CAUSED BY THE DEMOLITION PREVENTED
OTHER TENANTS FROM CONDUCTING BUSINESS.

11. DO NOT BLOCK OR USE EXISTING STAIR CASES TO TRANSPORT DEMOLITION MATERIALS.  IMMEDIATELY CLEAN & REMOVE ALL DEBRIS FROM PUBLIC CORRIDORS, ELEVATOR & SERVICE
ELEVATOR LOBBIES AFTER DEMOLITION OPERATION & BEFORE COMMENCEMENT OF THE NORMAL WORK DAY.

12. ANY REMOVAL IN THE CEILING PLENUM OF FLOOR BELOW OR AT THE FLOOR ABOVE FOR ELECTRICAL/MECHANICAL/PLUMBING SHALL BE COORDINATED WITH BUILDING MANAGEMENT FOR
ALLOWABLE HOURS OF OPERATION.

13. GENERAL CONTRACTOR CAN RECYCLE DEMOLITION MATERIALS BY CONTACTING THE FOLLOWING MANUFACTURERS & RETAILERS:
-FIRST 'GREEN' SALVAGE RETAILER LOCATED IN NYC @ WWW.BIGNYC.ORG.
-CARPET TILES, 'INTERFACE" REENTRY PROGRAM, SUSAN LEWIS 1-888-733-6873

15. IF NO DEMOLITION WORK IS TO OCCUR IN THE EXISTING CORE TOILETS, BUILDING MANAGEMENT WILL DESIGNATE SINGLE TOILET TO BE USED BY THE DEMOLITION CREW.  PROVIDE
MASONITE FLOOR AND WALL PROTECTION AT THAT TOILET & AFTER THE DEMOLITION IS COMPLETE CLEAN & REPLACE ANY DAMAGED FIXTURES & ACCESSORIES.

16. REMOVE ALL EXISTING CONSTRUCTION MATERIALS IN AREAS AS INDICATED ON PLANS & AS INDICATED IN THE NOTES & KET NOTES.  ALL REFERS TO ALL CONTRACT AREAS NOT INDICATED
TO REMAIN (N.I.C.) SUCH AS: BUILDING CORE MECHANICAL, ELECTRICAL & RISER ROOMS, STAIRS, TOILETS & SERVICE ELEVATOR LOBBY.

17. ALL DOORS, FRAMES, HARDWARE & SADDLES IN AREA OF WORK ARE TO BE REMOVED AND DISPOSED OF, UNLESS OTHERWISE INSTRUCTED BY THE BUILDING MANAGEMENT.  ALL CORE
DOORS ARE TO REMAIN AND TO BE PROTECTED WITH MASONITE PRIOR TO START OF DEMOLITION.  PROTECT & SEAL THE ELEVATOR DOORS TO PREVENT SPREADING OF DUST THRU
ELEVATOR SHAFT & OTHER FLOORS.

18. ANY DAMAGE THAT OCCURED DURING DEMOLITION WORK TO PERIMETER WALLS & PIERS, INTERIOR COLUMNS & INTERIOR CORE WALLS TO REMAIN TO BE REPAIRED.

19. STONE TILE FLOOR COVERING TO BE REMOVED AS INDICATED.  SCRAPE AND REMOVE ALL ADHESIVES, GROUT & WATERPROOFING AS NECESSARY.  PATCH/FILL FLOOR AS NECESSARY TO
A SMOOTH LEVEL FINISH.

20. FOR EXTENT OF HVAC DEMOLITION WORK, SEE ENGINEERING DRAWINGS.  HVAC DEMOLITION WORK SHALL INCLUDE ALL MATERIALS, LABOR, EXTENSIONS, CONNECTIONS, CUTTING,
REPAIR, ADAPTING AND OTHER MECHANICAL WORK REQUIRED TO MAINTAIN SERVICE TO OTHER TENANTS.  COORDINATE THE EXTENT OF DEMOLITION WORK WITH THE BUILDING
ENGINNER/MANAGEMENT.

21. PROVIDE ADDITIONAL SUPPORT FOR ALL EXISTING DUCTS & PIPING TO REMAIN WHICH ARE AFFECTED BY THE DEMOLITION OF EXISTING FIXTURES.  SEAL DUCT OPENINGS TO PREVENT
DUST FROM SPREADING THRU THE BUILDING.

22. BEFORE STARTING THE DEMOLITION IDENTIFY & TAG BMS SYSTEM DEVICES W/ BUILDING ENGINEER/MANAGEMENT.  DO NOT REMOVE THOSE DEVICES UNLESS OTHERWISE INSTRUCTED BY
THE BUILDING MANAGEMENT.

23. COORDINATE REMOVAL OF ELECTRICAL PANELS W/ BUILDING ENGINEER/ MANAGEMENT.  EXISTING PANELS IN BASE BUILDING CLOSETS TO REMAIN.  REMOVE ALL HOMERUNS UP TO THE
PANELS & MAKE CIRCUIT BRAKERS SPARE FOR REUSE.

24. GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR TEMPORARY LIGHTING & POWER IN AREA OF WORK.

25. GENERAL CONTRACTOR SHALL HAVE A LICENSED ELECTRICIAN ON PREMISES DURING DEMOLITION AFFECTING ELECTRICAL LINES IN AREA OF WORK.

26. ALL LIGHT FIXTURES, SWITCHES AND ASSOCIATED WIRING AND CONDUITS IN AREA OF DEMOLITION SHALL BE REMOVED, UNLESS OTHERWISE NOTED.

27. ALL WIRES RUNNING BELOW THE FLOOR SLAB, RAISED FLOOR & IN EXISTING UNDER FLOOR CELL SYSTEM ARE TO BE REMOVED IN THEIR ENTIRETY.  PROBE ALL CABLES PRIOR TO
REMOVAL & DO NOT INTERRUPT THE SERVICE TO OTHER TENANTS.

28. IDENTIFY WITH BUILDING ENGINEER/ MANAGEMENT ALL ELECTRICAL EQUIPMENT, TRANSFORMERS, METERS, PANELS, CONDUITS, WIRE HOMERUNS & EXISTING CIRCUITS IN AREAS NOT
INDICATED FOR DEMOLITION & ARE TO BE LEFT IN OPERATION CONDITION.

29. ALL FLOOR POKE THROUGHS ARE TO BE REMOVED IN THEIR ENTIRETY & CONCRETE SLAB PATCHED TO MATCH ORIGINAL MATERIALS & FIRE RATING.

30. EXISTING FIRE ALARM DEVICES AT BUILDING CORE & ADJACENT TO STAIRS TO REMAIN AND ARE TO BE OPERATIONAL DURING DEMOLITION.  ALL DEVICES SHALL BE PROPERLY PROTECTED.

31. EXISTING STROBE LIGHTS AT BUILDING CORE TO REMAIN & ARE TO BE OPERATIONAL AT ALL TIMES.

32. EXISTING EXIT LIGHT SIGNS AT STAIRS & THE AREA OF DEMOLITION TO REMAIN & TO BE SUSPENDED FROM THE SLAB ABOVE. DO NOT CUT EXISTING CABLING. CABLING TO BE COILED &
LEFT HANGING NEAR THE SIGN.

33. ALL PLUMBING ABOVE AND BELOW THE FLOOR NOT BEING USED IS TO BE REMOVED IN ITS ENTIRETY BACK TO THE BUILDING RISERS AND DRAINS.

34. REMOVE PRE-ACTION SYSTEMS IN ITS ENTIRETY AND RECONNECT TO WET SYSTEM, UNLESS OTHERWISE NOTED. ALL PIPING AND PLUMBING LINES TO BE CUT BACK TO SOURCE AND
CAPPED.  CONFIRM THAT SHUT-OFF VALVE EXISTS AT SOURCE.  COORDINATE WORK WITH BUILDING ENGINEER/ MANAGEMENT.

35. AT COMPLETION OF DEMOLITION ALL DAMAGED FIREPROOFING & FIRESTOPPING ON EXISTING BUILDING STRUCTURAL COMPONENTS ARE TO BE RESTORED TO ITS ORIGINAL FIRE
INTEGRITY.

36. CONCRETE FLOOR SLAB SHALL BE LEFT SMOOTH, LEVEL & CLEAN.  SHOP VACUUM AT COMPLETION OF DEMOLITION.

SYMBOLS LEGEND

254 EAST 60TH ST NEW YORK, NY 10022
LOT INFORMATION:

BLOCK NO: 1414
LOT NO: 9999
ZONING DISTRICT: SPECIAL TRANSIT LAND USE DISTRICT
MAP NUMBER: 8C
COMMUNITY BOARD: 108

USES:
CONSTRUCTION CLASSIFICATION:
NO PROPOSED CHANGE IN USE.

FLOOR AREA CALCULATION:

THERE ARE NO PROPOSED CHANGES TO THE BUILDING ENVELOPE. THERE ARE NO PROPOSED CHANGES TO THE BUILDING
HEIGHT OR BUILDING VOLUME. THERE ARE NO PROPOSED CHANGES IN ZONING FLOOR AREA.

BUILDING DEPARTMENT NOTES

LOCATION PLAN

NO. REVISIONS DATE

PHASING NOTES
1. PHASE 1 CONSTRUCTION

A. CONSTRUCTION OF NEW ELEVATORS, ELEVATOR SHAFT, SHAFT ENCLOSURES, HALF OF PLATFORM BRIDGE AND ALL RELATED FACILITIES WHILE MAINTAINING THE EXISTING
OPERATIONAL ELEVATOR.

B. CONTRACTOR TO INSTALL TEMPORARY SCAFFOLDING AND/OR STAIRS TO MAKE MACHINE ROOM ACCESSIBLE TO OPERATE AND MAINTAIN NEW ELEVATORS.

2. PHASE 2 CONSTRUCTION

A. CONTRACTOR TO OBTAIN PERMIT TO OPERATE EAST ELEVATOR BEFORE START OF PHASE 2. EAST ELEVATOR SHALL BE OPERATIONAL IN PHASE 2.

B. DEMOLITION OF EXISTING ELEVATOR, ELEVATOR SHAFT, AND ALL RELATED EQUIPMENT ITEMS.

C. CONSTRUCTION OF HALF OF PLATFORM BRIDGE, MAINTENANCE LADDER, PLATFORM CANOPY AND WINDSHIELD, AND ALL REMAINING ITEMS AS SHOWN ON THE CONTRACT
DOCUMENTS.

D. CONTRACTOR TO INSTALL SCAFFOLDING, ENCLOSURES, STAIRS, ETC., TO OPERATE AND MAINTAIN EAST ELEVATOR, AND TO PROTECT THE SAFETY OF THE PASSENGERS IN PHASE 2.
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 1/8" = 1'-0"2 PLATFORM LEVEL - DEMO
 1/8" = 1'-0"1 GROUND LEVEL - DEMO
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 1/4" = 1'-0"1 CURB MODIFICATION PLAN
 1/4" = 1'-0"2 STATION MODIFICATION PLAN

 1" = 1'-0"3 WROUGHT IRON FENCE DETAIL

NOTES:
1. REMOVE ALL EXISTING PAVERS WHERE AFFECTED BY THIS CONSTRUCTION. STORE IN SAFE
PLACE FOR LATER REINSTALLATION.
2. WHERE REQUIRED, REMOVE GRANITE CURBS INCLUDING CONCRETE FOOTING. SAW CUT FOOTING
PRIOR TO REMOVAL.
3. REMOVE EXISTING PLATNER CURB AND PLANTING WITH SOIL WHERE INDICATED. CUREFULLY
REMOVE AND STORE EXISTING WROUGHT IRON FENCE FOR LATER REINSTALLATION.
4. CONTRACTOR TO ARRANGE FOR AN ISA-CERTIFIED ARBORIST TO OVERSEE THE REMOVAL,
PLANTING, AND CURB.
5. THE PLANTER CURB AND FENCE SHALL BE "FLOATING WITH FOOTAGE" PROTECTING TREE ROOTS,
SUBJECT TO NYC PARKS APPROVAL.

NO. REVISIONS DATE
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 1/8" = 1'-0"2 GROUND LEVEL - PHASE 2
 1/8" = 1'-0"1 PLATFORM LEVEL - PHASE 2

 1/8" = 1'-0"3 GROUND LEVEL - PHASE 1
 1/8" = 1'-0"4 PLATFORM LEVEL - PHASE 1

NOTE: CONTRACTOR TO PROVIDE
ALL NECESSARY PROTECTION,
TEMPORARY GUTTER, ETC.

NOTE: CONTRACTOR TO PROVIDE
ALL NECESSARY PROTECTION,
TEMPORARY GUTTER, ETC.
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 1/8" = 1'-0"2 MACHINE ROOM LEVEL - PHASE 2
 1/8" = 1'-0"1 ROOF LEVEL - PHASE 2

 1/8" = 1'-0"3 MACHINE ROOM LEVEL - PHASE 1
 1/8" = 1'-0"4 ROOF LEVEL - PHASE 1
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ELEVATOR CAB - REFRECTIVE CEILING
PLAN

 1/2" = 1'-0"3 ELEVATOR CAB - NORTH ELEVATION

 1/2" = 1'-0"4 ELEVATOR CAB - EAST ELEVATION
 1/2" = 1'-0"5 ELEVATOR CAB - SOUTH ELEVATION

 1/2" = 1'-0"6 ELEVATOR CAB - WEST ELEVATION

NO. REVISIONS DATE



1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

B.O. STATION ROOF
120' - 2"

MACH. RM LEVEL
104' - 7 7/32"

NEW SHIPS LADDER

WROUGHT
IRON FENCE

GLASS PANEL
ELEVATOR

SHAFT
ENCLOSURE

EXISTING TRAM
STATION

STRUCTURE
BEYOND TO

REMAIN

GLASS CANOPY
FOR RAIN &

WIND
PROTECTION

2
A-210

A B C D

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

A-311
2

5' - 11 3/4"9' - 4 1/2"9' - 4 1/2"

9' 
- 0

"
6' 

- 8
 3

/1
6"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"
5' 

- 1
0 

11
/1

6"

5' - 0 13/16" 5' - 0 13/16" 5' - 0 13/16" 5' - 0 13/16"

NEW 5'-0" WROUGHT
IRON FENCE AND GATE

3' - 1" 2' - 7 5/8"2' - 7 5/8" 3' - 1"

EXISTING
RAILING TO

REMAIN

EXISTING
SECURITY FENCE
UNDER LANDING
TO REMAIN

EXISTING STAIR
TO REMAIN

4' - 5"

1' 
- 6

"

STAINLESS STEEL
PANEL ABOVE

ELEVATOR DOOR (TYP)

STAINLESS STEEL
STORM LOUVERS
ABOVE DOORS @

GROUND LEVEL

1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

B.O. STATION ROOF
120' - 2"

MACH. RM LEVEL
104' - 7 7/32"

2
A-200

1
A-210

23

T.O. GLASS
118' - 2 11/16"

9' 
- 7

 1
/2

"
19

' - 
3 

1/
4"

18
' - 

0"

ROOF LEVEL
114' - 2 11/16"

4' 
- 0

"

1

GLASS PANEL
ELEVATOR

ENCLOSURE

EXISTING
TRAM

STATION
STRUCTUR

E TO
REMAIN

GLASS CANOPY FOR
RAIN & WIND

PROTECTION

MTL. FACIA

GLASS
GUARD RAIL

2.5

8' - 10" 4' - 3 3/4" 8' - 0 1/4"

LINE OF EXISTING
CONCRETE
ELEVATOR

VI
F

16
' - 

0"

LOCATION OF
EXISTING

ELEVATOR

EQ EQ

5' - 2" 5' - 2" 4' - 3 15/16"

5' 
- 1

0 
11

/1
6"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"

EXISTING SECURITY
FENCE BEYOND TO
REMAIN

NEW METAL SECURITY
FENCE TO MATCH
EXISTING

EXISTING STAIRS
BEYOND TO REMAIN

EXISTING STAIR
ROLL UP DOOR

BEYOND TO
REMAIN

EXISTING
RAILING TO

REMAIN

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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 1/4" = 1'-0"2 NORTH ELEVATION
 1/4" = 1'-0"3 CD - EAST

NO. REVISIONS DATE



1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

B.O. STATION ROOF
120' - 2"

MACH. RM LEVEL
104' - 7 7/32"

NEW SHIPS
LADDER TO
ELEVATOR

MACHINE ROOM

EXISTING STAIR
TO REMAIN

NEW GLASS
PANEL ELEVATOR

SHAFT
ENCLOSURE

EXISTING TRAM
STATION STRUCTURE

BEYOND TO REMAIN

2
A-210

ABCD

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

19
' - 

3 
1/

4"
18

' - 
0"

4' 
- 0

"
9' 

- 7
 1

/2
"

9' - 4 1/2" 9' - 4 1/2"5' - 11 3/4"

5' - 0 13/16" 5' - 0 13/16" 5' - 0 13/16" 5' - 0 13/16"

5' 
- 1

0 
11

/1
6"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"

EXIST SECURITY
FENCE TO REMAIN

EXISTING
PLATFORM
RAILING TO
REMAIN

1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

MACH. RM LEVEL
104' - 7 7/32"

GLASS CANOPY

STAINLESS STEEL
DOOR AND FRAME TO

MACHINE ROOM

NEW SHIPS
LADDER

NEW WROUGHT IRON
SECURITY GATE

EXISTING
STATION
STRUCTURE TO
REMAIN

EXISTING STATION
ROOF TO REMAIN

1
A-210

2 3

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

1 2.5

8' - 0 1/4" 4' - 3 3/4" 8' - 10"

LOCATION OF
EXISTING

ELEVATOR

5' - 2" 5' - 2"

5' 
- 1

0 
11

/1
6"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"

4' - 3 15/16"

METAL
FASCIA

+/- 1' - 4"

+/
- 1

' - 
0"

LOCATION OF
DRAIN PIPE

INSIDE CURTAIN
WALL. SEE

PLUMBING P-301

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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 1/4" = 1'-0"1 SOUTH ELEVATION

 1/4" = 1'-0"2 WEST ELEVATION
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1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

B.O. STATION ROOF
120' - 2"

MACH. RM LEVEL
104' - 7 7/32"

PIT LEVEL
62' - 4"

ABCD

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

4' 
- 0

"
9' 

- 7
 1

/2
"

19
' - 

3 
1/

4"
18

' - 
0"

5' 
- 0

"

EXISTING TRAM
STATION
STRUCTURE TO
REMAIN

NEW SHIPS LADDER

GLASS SHAFT
ENCLOUSRE ON
STEEL
STRUCTURE

EXISTING STAIR

ROOF HATCH
WITH LOUVERED

SIDES

9' - 4 1/2" 9' - 4 1/2"5' - 11 3/4"

HOIST
MACHINE

HOIST
MACHINE

A-302
3

8' 
- 0

"

NEW PIT

LADDER
TO PIT

1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

B.O. STATION ROOF
120' - 2"

MACH. RM LEVEL
104' - 7 7/32"

GLASS
CANOPY

GLASS SHAFT
ENCLOSURE ON

STEEL
STRUCTURE

NEW PIT

PIT LEVEL
62' - 4"

23

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

4' 
- 0

"
9' 

- 7
 1

/2
"

19
' - 

3 
1/

4"
18

' - 
0"

5' 
- 0

"

1

A-300
2

A-300
9

2.5

8' - 10" 4' - 3 3/4" 8' - 0 1/4"

A-300
3

A-300
4

A-300
5

A-302
2

A-300
6

A-302
1

A-300
10

8' 
- 0

"

SUMP PIT
BEYOND

48
' - 

10
 1

1/
16

"

COMBINED
LOUVER AND
SMOKE HATCH

ROOF FAN.
SEE MECH
DRAWINGS

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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 1/4" = 1'-0"1 SECTION 1
 1/4" = 1'-0"2 SECTION 2

NO. REVISIONS DATE



3

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

8" HSS BEAM

WALL FLASHING
ON 3/4" EXTERIOR
GRADE PLYWOOD

8" HSS COLUMN BEYOND

RIGID INSULATION
SLOPED TOWARDS
SCUPPER DRAIN

CONCRETE ON 2
1/4" METAL DECK

W10X33 STEEL BEAM
AT ROOF LEVEL W8X24 STRUCTURAL

STEEL BEAM

21 MM
LAMINATED

GLASS

SPIDER CLIP BOLTED TO
STEEL PLATE, WELDED
TO 4 1/2" X 4 1/2" X 1/2"

STEEL ANGLE

STEEL ANGLE

METAL COPING ON
WOOD BLOCKING

4 1/2" X 4 1/2" X 1/2"
STEEL ANGLE

GLASS CLIP BOLTED
TO STEEL PLATE

METAL PANEL ON
18 GA METAL

STUDS @ 24" OC

SEAL

MODIFIED BUILT UP
ROOFING

2
T.O. GLASS

118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

2.5

ROOF HATCH ON
PREFABRICATED CURB

LADDER TO ROOF

RIGID INSULATION

8" HSS COLUMN

W8X24 STEEL BEAM

CONCRETE ON
METAL DECK

METAL PANEL COPING

WOOD BLOCKING

8" HSS BEAM

GLASS CLIP BOLTED TO
STEEL PLATE

WALL FLASHING ON
3/4" EXTERIOR GRADE

PLYWOOD

STEEL ANGLE

W10X33 STEEL BEAM
AT ROOF LEVEL

GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS

4 1/2" X 4 1/2" X 1/2" STEEL
ANGLE

METAL PANEL ON 18 GA
METAL STUDS @ 24" OC

4' 
- 0

"

8"

MACH. RM LEVEL
104' - 7 7/32"

3

21 MM LAMINATED
GLASS

STEEL ANGLE

GLASS CLIP BOLTED
TO STEEL PLATE

W10X33 STEEL BEAM
AT MACH. RM

CONCRETE ON
METAL DECK

8" HSS COLUMN

W8X24 BEAMS
SUPPORTING HOIST

MACHINES

MACH. RM DOOR
BEYOND

4 1/2" X 4 1/2" X 1/2"
STEEL ANGLE

1/2"

CONTINUOUS
METAL PLATE

MACH. RM LEVEL
104' - 7 7/32"

2 2.5

1' 
- 1

1 
3/

4"

W8X24 BEAMS
SUPPORTING HOIST

MACHINES

8" HSS COLUMN

LADDER TO ROOF

W10X33 STEEL BEAM

8" HSS COLUMN

GLASS CLIP BOLTED
TO STEEL PLATE

4" GUTTER. SEE
PLUMBING DRAWINGS

METAL PANEL
ENCLOSURE WELDED

TO STEEL ANGLES

21 MM LAMINATED GLASS

8" HSS COLUMN

W10X33 STEEL BEAM

GLASS CLIP BOLTED TO
STEEL PLATE

W10X33 STEEL
CANOPY FRAMING

GLASS CLIP
BOLTED TO STEEL
PLATE (TYP)

21 MM CANOPY
GLASS

GLASS
WINDSCREEN
BEYOND

CONCRETE ON
METAL DECK

SEAL

8" X 2" HSS BEAM

STEEL PLATE

STEEL ANGLE
WELDED TO COLUMN

CONTINUOUS STEEL ANGLE

CONTINUOUS
METAL PLATE

1/2"

2ND FLOOR
85' - 4"

1

TRAFFIC MEMBRANE ON
CONCRETE & METAL DECK
STRUCTURE

W10X33 STRUCTURAL STEEL
BEAM AT ROOF

METAL PANEL CEILING ON
EXTERIOR GRADE STUDS

EXPANSION JOINT

EXISTING STATION PLATFORM
TO REMAIN

8" HSS COLUMN BEYOND

NEW GUARD RAIL & GATE
BEYOND

1ST FLOOR
67' - 4"

PIT LEVEL
62' - 4"

3

21 MM LAMINATED
GLASS

8" HSS COLUMN

GLASS CLIP BOLTED
TO STEEL PLATE

8 1/2"
CONCRETE

FOUNDATION

NEW PAVERS ON
CONCRETE BASE

CONCRETE BEAM
BEYOND

CONCRETE
FOOTING

7' 
- 0

"
8" STEEL ANGLE BETWEEN

COLUMNS BOLTED TO
CONCRETE

SEAL

A-301
6

FOUNDATION
WATERPROOFING

CRUSHED STONE

2ND FLOOR
85' - 4"

3

GLASS CLIP BOLTED TO
STEEL PLATE, WELDED

TO STEEL BEAM

8" HSS BEAM

21 MM LAMINATED
GLASS

8" HSS COLUMN

GLASS CLIP BOLTED TO
STEEL PLATE, WELDED

TO STEEL BEAM

8" HSS BEAM

2ND FLOOR
85' - 4"

2

21 MM LAMINATED
GLASS

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATE WELDED
TO STEEL ANGLE

8" STEEL ANGLE WELDED
TO HSS STEEL BEAM

8" HSS STEEL BEAM

8" HSS STEEL COLUMN

4 1/2" X 4 1/2" X 1/2"
STEEL ANGLE

STEEL PLATE WELDED
TO STEEL ANGLE

W10X33 STEEL BEAM

METAL PANEL CEILING
ON  EXTERIOR GRADE

METAL STUDS

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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Checker

1228.05.00

A-300

DESIGN OF 2 ELEVATORS FOR MANHATTAN
TRAM STATION
254 E 60TH ST NEW YORK, NY 10022

ROOSEVELT ISLAND
OPERATING CORPORATION

17 of 23

 1" = 1'-0"2 ROOF PARAPET DETAIL
 1" = 1'-0"3 ROOF HATCH & PARAPET DETAIL

 1" = 1'-0"4 MACHINE ROOM FLOOR DETAIL
 1" = 1'-0"5 CANOPY CONNECTION DETAIL

 1" = 1'-0"6 PLATFORM CONNECTION DETAIL
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NO. REVISIONS DATE



MACH. RM LEVEL
104' - 7 7/32"

C

21 MM LAMINATED GLASS

STEEL ANGLE

W10X33 STEEL BEAM

CONCRETE ON 21/4" METAL DECK

MEMBRANE ROOFING @ ROOF LEVEL

8" HSS COLUMN

GLASS CLIP BOLTED TO STEEL PLATE

STEEL PLATE WELDED TO 4 1/2" X
4 1/2" X 1/2" STEEL ANGLE

STEEL DOOR FRAME WELDED
TO STEEL ANGLES

SEAL BETWEEN GLASS AND PANEL

6 
1/

2"

7' 
- 0

"

INSULATED METAL PANEL @ ROOF

2 HR STAINLESS STEEL DOOR

GUARD RAIL @ MACHINE
ROOM LANDING

SHIP'S LADDER
STRINGER

METAL GRATED LANDING METAL PANEL ATTACHED
TO STRINGER

CONCRETE ON 2 1/4"
METAL DECK

W8X24 STEEL OUTRIGGER
BEYOND UNDER LANDING.
SEE STRUCTURAL DWGS

SOLID FILLER PANEL
UNDER LANDING

W10X49 STEEL BEAM

GLASS CLIP BOLTED TO
STEEL PLATE

STEEL PLATE WELDED
TO STEEL COLUMN

4 1/2" X 4 1/2" X 1/2" STEEL
ANGLE WELDED TO BEAM

21 MM LAMINATED GLASS

SEAL BETWEEN SOLID
PANEL AND GLASS

CONTINUOUS STEEL
PLATE/ANGLE

METAL
THRESHOLD

LIGHT ABOVE DOOR

3" X 16" STRINGER

1' 
- 4

 3
/4

"

5"

PERFORATED STAINLESS STEEL
PANEL

STEEL ANGLES WELDED TO
VERTICAL 4" X 4" X 1/2" STEEL
ANGLES

3' - 8"

A-302
4

2ND FLOOR
85' - 4"

A

2' 
- 1

0"

ALUMINUM
HANDRAIL

GLASS INFILL
RAILING

METAL HANDRAIL BASE
ANCHORED IN CONCRETE

TRAFFIC MEMBRANE
ON 5 1/4" CONCRETE

ON METAL DECK

W10X33 STEEL BEAM

METAL PANEL CEILING
HUNG FROM SLAB

METAL PANEL

STEEL ANGLE

SS GLASS MOUNT
HANDRAIL BRACKET

BLOCKING AS
REQUIRED

2 1/2" METAL STUD
HANGER 18" OC

2 1/2" METAL STUD
FRAMING AS
REQUIRED BY PANEL
SYSTEM

2' 
- 4

"

4 1/4"

MACH. RM LEVEL
104' - 7 7/32"

A

21 MM LAMINATED GLASS

8" HSS COLUMN

CONTINUOUS STEEL ANGLE

W10X33 STEEL BEAM

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATE WELDED
TO STEEL BEAM

8" HSS STEEL BEAM
OVER CANOPY (TYP)

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATE WELDED
TO STEEL BEAM

21 MM FROSTED
LAMINATED GLASS

SEAL

1/2"

CONTINUOUS METAL PLATE

5"

SILICONE STRUCTURAL
GLAZING SEALANT

MACH. RM LEVEL
104' - 7 7/32"

A C

CONCRETE ON 2
1/4" METAL DECK

CONTINUOUS
METAL PLATE

W10X33 STEEL
BEAM

8" HSS BEAM

21 MM LAMINATED
GLASS

4" GUTTER BETWEEN
CANOPY AND SHAFT

STRUCTURE

SEAL BETWEEN METAL
PANEL & GLASS

8" HSS COLUMN BEYOND

METAL PANEL
BETWEEN GUTTER &
SHAFT STRUCTURE

3" DRAIN PIPE
FROM ROOF

SEALANT AROUND
STRUCTURE @
METAL PANEL

SEAL BETWEEN
GLASS PANELS

CONTINUOUS STEEL ANGLE

DRAIN PIPE TO
LEADER
CONNECTION. SEE
PLUMBING.

SILICONE STRUCTURAL
GLAZING SEALANT

2ND FLOOR
85' - 4"

1

EX
IS

TI
NG

 S
TA

TI
ON

 P
LA

TF
OR

M

RAILING AT
SHIP'S LADDER

WELDED TO
STRINGER

CONCRETE ON 2
1/4" METAL DECK

METAL PANEL
FINISH

W8X24 STEEL
OUTRIGGER

METAL PANEL FINISH
CEILINGTO ALIGN WITH

NEW ADJACENT
PLATFORM FINISH

1" EXPANSION
JOINT

NEW SECURITY
GATE

SHIP'S LADDER

10
A-301

3

1 1/2"

NEW PAVERS

3/4" SAND BED

21 MM LAMINATED
GLASS

SEALANT

1 1/2" x 1 1/2" 14 GA
STAINLESS STEEL

ANGLE ALL AROUND

COUNTERSUNK
EPOXY SCREW

1/2" STEEL BASE PLATE.
SEE STRUCTURAL

1 
1/

4"

ANCHOR BOLT

5" 4"

1ST FLOOR
67' - 4"

3

NEW PAVERS

3/4" SAND BED

21 MM LAMINATED
GLASS

SEALANT

STEEL ANGLE
COUNTERSUNK
EPOXY SCREW

1/2" STEEL
BASE PLATE
BEYOND

8" x 8" x 1/2"
STEEL PLATE, 8"
WIDE ON
NONSHRUNK
GROUT

GLASS CLIP

1 1/2"

4"5"

4" X 4" X 1/2" STEEL
PLATE AT GLASS
CLIP WELDED TO

ANGLE

NO CHAMPFEIR AT
EXTERIOR EDGE

ALL AROUND

LEADER

AREA DRAIN

#5 ALL AROUND

SECURED SQUARE
HOLE GRATE

COMBINED FLASHING
COLLAR & FRAME

UNDER DECK CLAMP

GASKET SEAL

CONCRETE TOPPING

METAL DECK

CONCRETE

TRAFFIC MEMBRANE

C

ROOF LEVEL
114' - 2 11/16"

SCUPPER DRAIN

3" DRAIN PIPE

21 MM LAMINATED
GLASS

W10X33 STEEL BEAM

DRAIN PIPE COLLAR
@ CURTAIN WALL
JOINTS

2" HSS COLUMN

5 1/4" CONCRETE ON
METAL DECK

MEMBRANE
ROOFING ON
RIGID INSULATION

METAL PANEL
ENCLOSURE

2ND FLOOR
85' - 4"

CONCRETE ON 2
1/4" METAL DECK

W8X24 STEEL
OUTRIGGER

METAL PANEL
FINISH CEILING ON
EXTERIOR GRADE
STUDS TO ALIGN
WITH NEW
ADJACENT
PLATFORM FINISH

METAL FASCIA ON
STRINGER

SHIPS LADDER
BEYOND

RAILING WELDED
TO STRINGER

METAL FASCIA
BETWEEN
OUTRIGGERS

METAL PANEL
FINISH

MACH. RM LEVEL
104' - 7 7/32"

C

ROOF LEVEL
114' - 2 11/16"

5 1/4" CONCRETE ON
METAL DECK @ ROOF
LEVEL

W10X33 STEEL BEAM

CLASS CLIP BOLTED TO
1/2" STEEL PLATE

1/2" STEEL PLATE
WELDED TO 4 1/2" X 4
1/2" X 1/2" STEEL ANGLE

1/2" GWB ON 3/4"
EXTERIOR GRADE
PLYWOOD

21 MM LAMINATED
GLASS

METAL PANEL FINISH
ON 18 GA  METAL
STUDS

SHIPS LADDER RAILING
ATTACHED TO
STRINGER

METAL GRATING SHIPS
LADDER LANDING

W8X24 OUTRIGGER

W10X33 STEEL BEAM

CONTINUOUS STEEL
ANGLE

5 1/4" CONCRETE ON
METAL DECK

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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 1" = 1'-0"1

SECTION THROUGH SHIP'S LADDER
LANDING @ MACHINE ROOM

 1" = 1'-0"2

SECTION THROUGH PLATFORM GUARD
RAIL

 1" = 1'-0"3

SECTION THROUGH MACHINE ROOM
CANTELEVER

 1" = 1'-0"4 SECTION THROUGH GUTTER

 1" = 1'-0"5

SECTION THROUGH SHIPS LADDER
LANDING @ PLATFORM LEVEL

 3" = 1'-0"6

GRADE LEVEL CURTAIN WALL DETAIL @
COLUMN LOCATIONS

 3" = 1'-0"7

GRADE LEVEL CURTAIN WALL DETAIL
BETWEEN COLUMNS

 1 1/2" = 1'-0"8 AREA DRAIN DETAIL

 1" = 1'-0"9 DETAIL THROUGH SCUPPER DRAIN

 1/2" = 1'-0"10

CROSS SECTION THROUGH SHIPS
LADDER LANDING @ PLATFORM LEVEL

 1" = 1'-0"11

WALL SECTION THROUGH MACHINE
ROOM PANELS

NO. REVISIONS DATE



1ST FLOOR
67' - 4"

2

CLEAR GLASS SS
FRAME ELEVATOR

DOOR

ROLLING
SECURITY GATE

WALL TO WALL
CLEARANCE 7'-5"

7'-0"
CLEAR

8" HSS STEEL BEAM

8" HSS COLUMN

5" STEEL ANGLE

1'-5" CONCRETE
FOUNDATION

TACTILE WARNING
STRIP ON CONCRETE

GLASS CLIP BOLTED TO STEEL
PLATE, WELDED TO STEEL BEAM

21 MM LAMINATED GLASS

STEEL ANGLE ALIGNED WITH GLASS
& ELEVATOR DOOR FRAME

STAINLESS STEEL
PANEL

STAINLESS STEEL
STORM LOUVER W/
INSECT SCREEN6"

2' - 0"

NEW PAVERS ON
CONCRETE

(3) PIECE SS
THRESHOLD

2ND FLOOR
85' - 4"

2

CLEAR GLASS SS
FRAME ELEVATOR

DOOR

7'-0"
CLEAR

8" HSS STEEL BEAM

8" HSS COLUMN

8" STEEL ANGLE

GLASS CLIP BOLTED TO STEEL
PLATE, WELDED TO STEEL BEAM

21 MM LAMINATED GLASS

STEEL ANGLE ALIGNED WITH GLASS
& ELEVATOR DOOR FRAME

GLASS WINDSCREEN BEYOND

5 1/4" CONCRETE ON
METAL DECK

W10X33 STEEL BEAM

METAL PANEL SYSTEM
HUNG FROM WROUGHT-
IRON BEAMS

GLASS CLIP BOLTED
TO STEEL PLATE

(3) PIECE STAINLESS
STEEL THRESHOLD

4 1/2" X 4 1/2" X 1/2"
STEEL ANGLE

2' 
- 3

 1
/4

"

WROUGHT IRON BEAMS
HUNG FROM STEEL
BEAMS +/- 4' - 0" OC

2' - 0"

TACTILE WARNING
STRIP

MACH. RM LEVEL
104' - 7 7/32"

A

T.O. GLASS
118' - 2 11/16"

ROOF LEVEL
114' - 2 11/16"

METAL COPING

WOOD BLOCKING

8" HSS STEEL BEAM

4 1/2" X 4 1/2" X 41/2"
STEEL GASKET PLATE

EXTERIOR GRADE 1/2"
GWB ON 3/4" PLYWOOD

MEMBRANE ROOFING ON
RIGID INSULATION

CONCRETE ON METAL DECK

STEEL ANGLE

W10X33 STRUCTURAL
BEAM AT ROOF

W8X24 STEEL BEAM
AT ROOF

8" HSS COLUMN

GLASS CLIP BOLTED
TO STEEL PLATE

5 1/4" CONCRETE ON METAL DECK

STEEL ANGLE

W10X33 STRUCTURAL
BEAM AT MECH RM

SPIDER CLIP WELDED TO
4" STEEL ANGLE

8" HSS COLUMN

4' 
- 0

"
9' 

- 7
 1

5/
32

"

8' 
- 0

"

21 MM LAMINATED GLASS

GLASS CLIP BOLTED TO
STEEL PLATE (TYP)

4 1/2" X 4 1/2" X 1/2"
STEEL GASKET PLATE

W10X33 STEEL
BEAM BEYOND

CONTINUOUS METAL PLATE

1/2"

METAL PANEL ON 2 1/2"
EXTERIOR GRADE
METAL STUDS

SILICONE STRUCTURAL
GLAZING SEALANT

C

21 MM LAMINATED GLASS

GLASS CLIP BOLTED TO
STEEL PLATE

STEEL PLATE WELDED
TO STEEL ANGLE

SEAL BETWEEN STORM
LOUVER AND GLASS

STEEL ANGLES WELDED
TO STEEL BEAM

W10X33 STEEL BEAM

8" HSS COLUMN BEYOND

STAINLESS STEEL
STORM LOUVER WITH
INSECT SCREEN

18 GA METAL STUD

VERTICAL STEEL ANGLE
BEYOND

BLOCKING TO FILL
STUD

STAINLESS STEEL
DOOR FRAME

STAINLESS STEEL DOOR

5 1/4" CONCRETE ON
METAL DECK @ ROOF
LEVEL

STEEL ANGLE

5"

1ST FLOOR
67' - 4"

2ND FLOOR
85' - 4"

1

METAL PANEL
COLUMN ENCLOSURE

4" FLOOR
DRAIN PIPE.
SEE PLUMBING

8" HSS COLUMN

COLUMN
ENCLOSURE
COLLAR

METAL PANEL
CEILING

CONCRETE
FOOTING. SEE
STRUCTURAL

METAL STUD
CEILING
FRAMING

W10X33 STEEL
BEAM

COCNRETE ON METAL
DECK PLATFORM

NEW PAVERS

4"

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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SF
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 1" = 1'-0"1

ELEVATOR DOOR @ GROUND LEVEL
DETAIL

 1" = 1'-0"2 ELEVATOR DOOR ASSEMBLY DETAIL

 1" = 1'-0"3 MACHINE RM PANELS DETAIL

 3" = 1'-0"4

ENLARGED SECTION THROUGH PANEL
ABOVE MACHINE ROOM DOOR

 1" = 1'-0"5

SECTION THROUGH COLUMN
ENCLOSURE

NO. REVISIONS DATE



2ND FLOOR
85' - 4"

MACH. RM LEVEL
104' - 7 7/32"

A B C
A-311

3
A-311

5
A-311

4

A-311
7

A-311
6

21 MM LAMINATED
GLASS CANOPY

8" X 2" HSS BEAM

8" HSS BEAM

8" HSS BEAM
8" HSS BEAM

8" X 2" HSS POST

21 MM LAMINATED
GLASS WINDSCREEN

5
A-302

MACH. RM LEVEL
104' - 7 7/32"

A

8" HSS BEAM. SEE
STRUCTURAL.
2" X 8" HSS BEAM. SEE
STRUCTURAL

21 MM LAMINATED GLASS
@ MACHINE ROOM LEVEL

STEEL PLATE WELDED
TO 8" HSS BEAM.

GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS CANOPY

STEEL PLATE WELDED
TO 8" x 2" HSS BEAM.

GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS SHAFT
ENCLOSURE

MACH. RM LEVEL
104' - 7 7/32"

B

8" HSS BEAM. SEE
STRUCTURAL.
2" X 8" HSS BEAM. SEE
STRUCTURAL

21 MM LAMINATED GLASS
@ MACHINE ROOM LEVEL

STEEL PLATE WELDED
TO 8" HSS BEAM.
GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS CANOPY

21 MM LAMINATED
GLASS SHAFT
ENCLOSURE

MACH. RM LEVEL
104' - 7 7/32"

C

8" HSS BEAM. SEE
STRUCTURAL.

2" X 8" HSS BEAM. SEE
STRUCTURAL

21 MM LAMINATED GLASS
@ MACHINE ROOM LEVEL

STEEL PLATE WELDED
TO 8" HSS BEAM.

GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS CANOPY

21 MM LAMINATED
GLASS SHAFT

ENCLOSURE

STEEL PLATE WELDED
TO 8" HSS BEAM.

GLASS CLIP BOLTED TO
STEEL PLATE

8" x 2" HSS TUBE

STEEL PLATE WELDED
TO TUBE

C

STEEL PLATE WELDED
TO 8" HSS TUBE.

GLASS CLIP BOLTED TO
STEEL PLATE

8" x 2" HSS TUBE

21 MM GLASS SHAFT
ENCLOSURE

21 MM LAMIANTED
GLASS WINDSCREEN

EDGE OF SHAFT
ENCLOSURE

2ND FLOOR
85' - 4"

C

STEEL PLATE WELDED
TO 8" HSS TUBE

GLASS CLIP BOLTED TO
STEEL PLATE

8" x 2" HSS TUBE

21 MM GLASS SHAFT
ENCLOSURE

21 MM LAMIANTED
GLASS WINDSCREEN

EDGE OF SHAFT
ENCLOSURE

STEEL PLATE WELDED
TO 8" HSS TUBE

GLASS CLIP BOLTED TO
STEEL PLATE

REFERENCE BAR
SEE DRAWINGS FOR
SCALE DESIGNATION
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CANOPY DETAILS

03/03/2016

SF

Checker

1228.05.00

A-311

DESIGN OF 2 ELEVATORS FOR MANHATTAN
TRAM STATION
254 E 60TH ST NEW YORK, NY 10022
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 1/2" = 1'-0"2

WINDSCREEN AND CANOPY FRONT
ELEVATION

 1" = 1'-0"3 CANOPY CONNECTION DETAIL 1
 1" = 1'-0"4 CANOPY CONNECTION DETAIL 2

 1" = 1'-0"5 CANOPY CONNECTION DETAIL 3

 1" = 1'-0"6 WINDSCREEN DETAIL 1

 1" = 1'-0"7 WINDSCREEN DETAIL 2

NO. REVISIONS DATE



C

2

21 MM LAMINATED
GLASS

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATE WELDED
TO COLUMN

8" HSS COLUMN

SEALANT

CONCRETE FOUNDATION
WALL BELOW

3" DRAIN PIPE FROM
ROOF. SEE PLUMBING

1/2" STEEL PLATE

DRAIN PIPE COLLAR

DRAIN PIPE

1' 
- 0

"

C

1

NEW WROUGHT-IRON
GATE @ NEW SHIP'S

LADDER LANDING

EXISTING SECURITY
GATE @ EXISTING

STAIR

EXISTING COLUMN

EXISTING RAILING @
EXISTING STAIR

NEW WROUGHT-IRON
SECURITY RAIL

NEW SHIP'S LADDER

W8X24 STEEL BEAM
BELOW

W8X24 STEEL BEAM
BELOW

NEW LANDING @ SHIP'S
LADDER

EDGE OF NEW
PLATFORM

NEW 8" HSS STEEL
POST (TYP)

21 MM FROSTED
LAMINATED GLASS
WINDSCREEN

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATED
WELDED TO STEEL
POST

EXPANSION JOINT BETWEEN
NEW PLATOFRM AND
EXISTING STATION

C

2

21 MM
LAMINATED

GLASS
CONCRETE FLOOR

@ MACH ROOM

STEEL BEAM
BELOW

8" HSS STEEL
COLUMN

3" DRAIN PIPE FROM ROOF.
SEE PLUMBING DRAWINGS

SEAL BETWEEN
CONCRETE & GLASS

LIGHTING
CONTROLS

DRAIN BRACKETS ALIGNED WITH
HORIZONTAL CURTAIN GRID

OPEN TO
ELEVATOR

SHAFT BELOW

B

2

GLASS CLIP BOLTED TO
STEEL PLATE

21 MM LAMINATED
GLASS

STEEL PLATE BOLTED
TO STEEL COLUMN

8" HSS COLUMN

8" ANGLE BOLTED TO
CONCRETE

CONCRETE
FOUNDATION WALL

BELOW
ACCESS LADDER TO

PIT LEVEL BOLTED TO
CONCRETE BEAM

8 X 18" CONCRETE
BEAM

SEALANT

2

21 MM
LAMINATED

GLASS

GLASS CLIP
BOLTED TO

STEEL PLATE

STEEL PLATE
WELDED TO

STEEL ANGLE

CONCRETE
FOUNDATION

BELOW

METAL FINISH AT
ELEVATOR
DOORWAY

ELEVATOR DOORS

STAINLESS STEEL
FRAME

SEALANT

8" STEEL ANGLE
BOLTED TO
CONCRETE

BELOW

C

2

8" HSS POST

EDGE OF PLATFORM

GLASS CLIP BOLTED
TO STEEL PLATE

SEALANT

21 MM LAMINATED GLASS

STEEL PLATE
WELDED TO COLUMN

GLASS CLIP BOLTED
TO STEEL PLATE

8" HSS STEEL BEAM

21MM FROSTED LAMINATED
GLASS WINDSCREEN

3" DRAIN PIPE FROM ROOF.
SEE PLUMBING.

C

3

MACHINE ROOM DOOR

HANDRAIL AT LANDING

HANDRAIL AT LANDING

21 MM LAMINATED GLASS

METAL PANEL

SEALANT

STAINLESS STEEL
FRAME

SEALANT

1
A-301

CONTINUOUS
VERTICAL 4" X 4" X
1/2" STEEL ANGLE

METAL THRESHOLD

METAL GRATED LANDING

4"

OPEN TO ELEVATOR SHAFT BELOW
11

A-301

3

EDGE OF
CONCRETE

FOUNDATION

STEEL ANGLE
BOLTED TO
CONCRETE

STEEL PLATE
WELDED TO ANGLE

GLASS CLIP BOLTED
TO STEEL PLATE

SEAL BETWEEN
ANGLE & GLASS

BELOW

21 MM LAMINATED
GLASS

SEAL BETWEEN
GLASS PANES

A

2

HANDRAIL @
PLATFORM EDGE

GLASS GUARD RAIL
@ PLATFORM EDGE

21 MM LAMINATED
GLASS

GLASS CLIP BOLTED
TO STEEL PLATE

STEEL PLATE WELDED
TO STEEL COLUMN

8" HSS STEEL COLUMN

8" HSS STEEL BEAM

8" STEEL ANGLE WELDED
TO HSS BEAM BELOW

2

21 MM
LAMINATED

GLASS

GLASS CLIP
BOLTED TO

STEEL PLATE

STEEL PLATE
WELDED TO

STEEL ANGLE

8" HSS BEAM

METAL FINISH AT
ELEVATOR
DOORWAY

ELEVATOR DOORS

STAINLESS STEEL
FRAME
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